DW - Total # of Systems: 4512

Contact Pending UNKNOWN 159
Bacteria Sample Results Pending RESULTS 16
Out of Contact ouT 16
On generator — lost pressure GENLP 14
No problems oK 1435
On generator — never lost pressure GENOK 16
No Status NULL 2680
Lost pressure & or Treatment LP/LT 61
Lifted boil water notice due to negative bacteria samples. Normal Ops resumed CLEAR 63
System Destoyed DESTROYED 2
Not Operating INOP 50
WW - Total # of Systems: 2469

No Problems OK 1626
System Destroyed DES 2
Unknown NULL 678
Waste Water Treat. Plant and/or Collection on Generator or bypass pumps for Lift Station OPGen 30
Waste Water Treat. Plant and/or Collection non operational no Sanitary Sewer Overflow NonOp or INOP 35
WWTP and/or Collection Partially Operational Sanitary Sewer Overflow Pop 32
Site Visit Needed SITE 1
Out of Contact - phone evaluation only ouT 14
Contact Pending - Phone eval only UNKNOWN 51

*Response Manager Sync Time Used For This Dataset: 20170902 0100
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